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(3) ANSI/PIMA IT9.25–1998, Imaging 
Materials—Optical Disc Media—Stor-
age; 

(4) ANSI /NAPM IT9.20–1996, Imaging 
Materials—Reflection Prints—Storage 
Practices; and/or 

(5) ANSI/NAPM IT9.18–1996, Imaging 
Materials—Processed Photographic 
Plates—Storage Practices. 

(c) Paper-based permanent, unsched-
uled and sample/select records. Paper-
based permanent, unscheduled, and 
sample/select records must be stored in 
records storage space that provides 24 
hour/365 days per year air conditioning 
(temperature, humidity, and air ex-
change) equivalent to that required for 
office space. See ASHRAE Standard 55–
1992, Thermal Environmental Condi-
tions for Human Occupancy, and 
ASHRAE Standard 62–1989, Ventilation 
for Acceptable Indoor Air Quality, for 
specific requirements. New records 
storage facilities that store paper-
based permanent, unscheduled, and/or 
sample/select records must meet the 
requirement in this paragraph (c) Jan-
uary 3, 2000. Existing storage facilities 
that store paper-based permanent, un-
scheduled, and/or sample/select records 
must meet the requirement in this 
paragraph (c) no later than October 1, 
2009. 

(d) Nontextual permanent, unscheduled, 
and/or sample/select records. All records 
storage facilities that store microfilm, 
audiovisual, and/or electronic perma-
nent, unscheduled, and/or sample/select 
records must comply with the storage 
standards for permanent and unsched-
uled records in parts 1230, 1232, and/or 
1234 of this chapter, respectively.

HANDLING DEVIATIONS FROM NARA’S 
FACILITY STANDARDS

§ 1228.234 What rules apply if there is 
a conflict between NARA standards 
and other regulatory standards that 
a facility must follow? 

(a) If any provisions of this subpart 
conflict with local or regional building 
codes, the following rules of precedence 
apply: 

(1) Between differing levels of fire 
protection and life safety, the more 
stringent provision applies; and 

(2) Between mandatory provisions 
that cannot be reconciled with a re-

quirement of this subpart, the local or 
regional code applies. 

(b) If any of the provisions of this 
subpart conflict with mandatory life 
safety or ventilation requirements im-
posed on underground storage facilities 
by 30 CFR chapter I, 30 CFR chapter I 
applies. 

(c) NARA reserves the right to re-
quire documentation of the mandatory 
nature of the conflicting code and the 
inability to reconcile that provision 
with NARA requirements.

§ 1228.236 How does an agency request 
a waiver from a requirement in this 
subpart? 

(a) Types of waivers that may be ap-
proved. NARA may approve exceptions 
to one or more of the standards in this 
subpart for: 

(1) Systems, methods, or devices that 
are demonstrated to have equivalent or 
superior quality, strength, fire resist-
ance, effectiveness, durability, and 
safety to those prescribed by this sub-
part; 

(2) Existing agency records centers 
that met the previous NARA standards 
in effect on January 2, 2000, but that do 
not meet a new standard required to be 
in place on January 3, 2000; and 

(3) The application of roof require-
ments in §§ 1228.228 and 1228.230 to un-
derground storage facilities. 

(b) Where to submit a waiver request. 
The agency submits a waiver request, 
containing the information specified in 
paragraphs (c), (d), and/or (e) of this 
section to the Director, Security and 
Space Management Division (NAS), 
National Archives and Records Admin-
istration, 8601 Adelphi Rd., College 
Park, MD 20740–6001. 

(c) Content of request for waivers for 
equivalent or superior alternatives. The 
agency’s waiver request must contain: 

(1) A statement of the specific provi-
sion(s) of this subpart for which a waiv-
er is requested, a description of the 
proposed alternative, and an expla-
nation how it is equivalent to or supe-
rior to the NARA requirement; and 

(2) Supporting documentation that 
the alternative does not provide less 
protection for Federal records than 
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